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SENSOR DESCRIPTION SETTING ACTION —_ —_ —_ —_ —_
S1 BACKUP VAC SWT. 15" Hg ON THE FALL BACKUP OPERATION
S2 VACUUM TRANSDUCER VAC-15PSIG OPERATION
S3 HIGH DISCH TEMP 5-10HP - 250°F SHUTDOWN VACUUM
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