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INSTRUMENTATION DETAILS
SENSOR DESCRIPTION SETTING ACTION
S1 HIGH INLET VACUUM 2" Hg SHUTDOWN
5HP-440°F
S2 HIGH DISCH TEMP ~ SHP-4659F SHUTDOWN
S3 PRESS TRANSDUCER 0-145PSI OPERATION
CUT IN-80PSI CUT BACKUP
>4 BACKUP PRESS SW. OUT-110PSI OPERATION
S5 DP SENSOR +2° C ALARM
S6 CO SENSOR 10PPM ALARM
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