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TYPICAL MANIFOLD CONTROL
PANEL VIEW CAUTION: Supplied fixings are for use
with solid masonry walls only. Alternative .
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CONNECTION ensure that wall structure and selected Medical Air. ‘G type cylinders typically for
_.I- fasteners are suitable for supporting the Nitrous Oxide and N20/02 mix (Entonox).
B ) 24 kg weight of the Puregas MGMCP. ‘VF’ size cylinders typically used for CO2.
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